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to determine the accuracy of adjust-
ment and, if necessary, shall be reset. 

[CGFR 65–50, 30 FR 17022, Dec. 30, 1965, as 
amended by CGFR 67–86, 32 FR 17622, Dec. 9, 
1967; CGD 85–061, 54 FR 50965, Dec. 11, 1989; 
USCG 1999–4976, 65 FR 6503, Feb. 9, 2000] 

§ 98.25–97 Nondestructive testing. 
(a) Before nondestructive testing 

may be conducted to meet § 98.25–95(a) 
(3) and (4), the owner shall submit a 
proposal to the Officer in Charge, Ma-
rine Inspection for approval that in-
cludes— 

(1) The test methods and procedures 
to be used, all of which must meet sec-
tion V of the ASME Boiler and Pres-
sure Vessel Code (1986); 

(2) Each location on the tank to be 
tested; and 

(3) The test method and procedure to 
be conducted at each location on the 
tank. 

(b) If the Officer in Charge, Marine 
Inspection rejects the proposal, the Of-
ficer in Charge, Marine Inspection in-
forms the owner of the reasons why the 
proposal is rejected. 

(c) If the Officer in Charge, Marine 
Inspection accepts the proposal, then 
the owner shall ensure that— 

(1) The proposal is followed; and 
(2) Nondestructive testing is per-

formed by personnel meeting ASNT 
‘‘Recommended Practice No. SNT-TC- 
1A (1988), Personnel Qualifications and 
Certification in Nondestructive Test-
ing.’’ 

(d) Within 30 days after completing 
the nondestructive test, the owner 
shall submit a written report of the re-
sults to the Officer in Charge, Marine 
Inspection. 

[CGD 85–061, 54 FR 50965, Dec. 11, 1989] 

Subpart 98.30—Portable Tanks 

SOURCE: CGD 73–172, 39 FR 22954, June 25, 
1974, unless otherwise noted. 

§ 98.30–1 Applicability. 
(a) This subpart contains regulations 

concerning transfer of combustible liq-
uids, certain flammable liquids, and 
other hazardous materials to or from 
portable tanks on vessels. 

(b) This subpart applies to the fol-
lowing portable tanks: 

(1) A marine portable tank (MPT); 
(2) An IM 101 or IM 102 portable tank; 

and 
(3) A portable tank authorized for liq-

uid hazardous materials, other than 
liquefied gases, by the Associate Ad-
ministrator for Hazardous Materials 
Safety, Research and Special Programs 
Administration (AAHMS), under an ex-
emption issued in accordance with sub-
part B of 49 CFR part 107. 

[CGD 84–043, 55 FR 37411, Sept. 11, 1990, as 
amended by CGD 97–057, 62 FR 51046, Sept. 30, 
1997] 

§ 98.30–2 Definitions. 

(a) IM 101 portable tank and IM 102 
portable tank mean a portable tank con-
structed in accordance with 49 CFR 
178.270 through 178.272 and approved 
under 49 CFR 173.32a. 

(b) MPT means a marine portable 
tank that was inspected and stamped 
by the Coast Guard on or before Sep-
tember 30, 1992, and that meets the ap-
plicable requirements in this part and 
part 64 of this chapter. 

[CGD 84–043, 55 FR 37411, Sept. 11, 1990] 

§ 98.30–3 Vessels carrying MPTs. 

Each MPT on a vessel to which this 
part applies must bear, on a metal or 
other corrosion-resistant tag— 

(a) An inspection date for pressure 
relief devices and vacuum relief devices 
in accordance with paragraph (b) of 
§ 64.79 of this chapter that is not more 
than 12 months earlier than the month 
in which the vessel is operated; 

(b) An inspection date in accordance 
with paragraph (b) of § 64.81 of this 
chapter that is not more than 30 
months earlier than the month during 
which the vessel is operated; and 

(c) A hydrostatic test date in accord-
ance with paragraph (b) of § 64.83 of this 
chapter that is not more than 60 
months earlier than the month during 
which the vessel is operated. 

[CGD 84–043, 55 FR 37411, Sept. 11, 1990] 

§ 98.30–4 Vessels carrying portable 
tanks other than MPTs. 

(a) Each portable tank, other than an 
MPT, on board a vessel to which this 
part applies must be one of the fol-
lowing: 
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